
TORCH OR FLAME PRODUCING DEVICE  
 

 

A permit is required in accordance with N.J.A.C. 5:70-2.7 and shall be secured from 

the Fire Official prior to the utilization of a torch or flame-producing device to remove 

paint to seal membrane roofs, or for any similar use in or around any building, structure 

or combustible material.  

 

Requirements: 

 

 Copy of Liability Insurance 

 

 State License – Commercial or Home Improvement Certification 

 

 Have one, 2A:20-B:C fire extinguisher for each torch or device that is being used 

and it is strongly recommended to have one, 2 ½ gallon pressurized water 

extinguishers. (Extinguishers must have updated inspection tags and be on the 

roof for roof jobs.) 

 

 Only fuel cylinders in use are to be on the roof and NO cylinders are to be stored 

on the roof after hours. 

 

 Must provide a minimum of 1-hour firewatch after each use or the last use of a 

torch for the day. 

 

After the fee is paid and inspection is conducted by this office, a Type 1 Permit will be 

issued. 

 


